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A DANGER

Vapors from flammable liquids will explode and catch fire
causing death or severe burns.

FOR YOUR SAFETY - Do not store or use gasoline or other
flammable, combustible, or corrosive vapors and liquids in
the vicinity of this appliance.

Keep flammable products: Vapors:

1. far away from heater, 1. cannot be seen,

2. in approved containers, 2. are heavier than air,

3. tightly closed, and 3. go along way on the floor and
4. out of childrens reach. 4. can be carried from other rooms

to the heater by air currents.

A DANGER

Water temperature over 125°F can cause severe burns
instantly or death from scalds.

Children, disabled and elderly are at high risk of being
scalded.

See the Adjusting Water Temperature section in this
manual before setting temperature at heat module
(HM30 unit). Feel water before bathing or showering.
Temperature limiting valves are available and are recom-
mended for all applications.




MAIN MANUAL SHUT-OFF VALVE

MAIN MANUAL

If you do not follow these instructions exactly, a

fire or explosion may result causing property SHgL’g\fVFNVﬁ\ILVE
damage, personal injury or loss of life. OFF POSITION —
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NOTE — When unit is initially started, steps 1 through 7 may need to be repeated to purge air from gas
line. The AM30 will not supply warm air until the water temperature in the HM30 tank is within 15°F
(8.33°C) of the desired water thermostat setpoint.
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-1$ °D &6 % + READ THE WATER TEMPERATURE
MARKING LOCATED ON HM30

ACCESS PANEL BEFORE CHANGING

THE TEMPERATURE ADJUSTMENT
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DO NOT re-apply power to a dry tank. The burner should never operate with an empty water tank. Irreparable
damage to the HM30 unit may occur.



A WARNING

Electric shock hazard. Can cause
injury or death. Before attempting to
perform any maintenance, turn the

electrical power to unit OFF at dis-
connect switch(es). Unit may have
multiple power supplies.

AM30 Air Module and Filters
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Exter nal
Side Return
Filter

Internal Bottom
Return Air Filter \

(Upflow shown) Pull filter door
to removefilter

% ]

\ / Remove lower
access panel.

Presssideclips
| and pull filter
_ RS up and out.
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A WARNING

Danger of Personal Injury from Scalding.

Water from T&P relief valve may be ex-
tremely hot and is not tempered. Use ex-
treme caution when discharging valve. Re-

placement of T&P valve should be done by
a trained professional or a licensed plumb-
ing contractor.
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